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that may adversely affect the regional
groundwater flow system.

(5) Potential for changes in hydro-
logic conditions that would affect the
migration of radionuclides to the ac-
cessible environment, such as changes
in hydraulic gradient, average intersti-
tial velocity, storage coefficient, hy-
draulic conductivity, natural recharge,
potentiometric levels, and discharge
points.

(6) Potential for changes in hydro-
logic conditions resulting from reason-
ably foreseeable climatic changes.

(7) Groundwater conditions in the
host rock, including chemical composi-
tion, high ionic strength or ranges of
Eh-pH, that could increase the solu-
bility or chemical reactivity of the en-
gineered barrier system.

(8) Geochemical processes that would
reduce sorption of radionuclides, result
in degradation of the rock strength, or
adversely affect the performance of the
engineered barrier system.

(9) Groundwater conditions in the
host rock that are not reducing.

(10) Evidence of dissolutioning such
as breccia pipes, dissolution cavities,
or brine pockets.

(11) Structural deformation such as
uplift, subsidence, folding, and faulting
during the Quaternary Period.

(12) Earthquakes which have oc-
curred historically that if they were to
be repeated could affect the site sig-
nificantly.

(13) Indications, based on correla-
tions of earthquakes with tectonic
processes and features, that either the
frequency of occurrence or magnitude
of earthquakes may increase.

(14) More frequent occurrence of
earthquakes or earthquakes of higher
magnitude than is typical of the area
in which the geologic setting is lo-
cated.

(15) Evidence of igneous activity
since the start of the Quaternary Pe-
riod.

(16) Evidence of extreme erosion dur-
ing the Quaternary Period.

(17) The presence of naturally occur-
ring materials, whether identified or
undiscovered, within the site, in such
form that:

(i) Economic extraction is currently
feasible or potentially feasible during
the foreseeable future; or

(ii) Such materials have greater gross
value or net value than the average for
other areas of similar size that are rep-
resentative of and located within the
geologic setting.

(18) Evidence of subsurface mining
for resources within the site.

(19) Evidence of drilling for any pur-
pose within the site.

(20) Rock or groundwater conditions
that would require complex engineer-
ing measures in the design and con-
struction of the underground facility
or in the sealing of boreholes and
shafts.

(21) Geomechanical properties that
do not permit design of underground
opening that will remain stable
through permanent closure.

(22) Potential for the water table to
rise sufficiently so as to cause satura-
tion of an underground facility located
in the unsaturated zone.

(23) Potential for existing or future
perched water bodies that may satu-
rate portions of the underground facil-
ity or provide a faster flow path from
an underground facility located in the
unsaturated zone to the accessible en-
vironment.

(24) Potential for the movement of
radionuclides in a gaseous state
through air-filled pore spaces of an un-
saturated geologic medium to the ac-
cessible environment.

[48 FR 28222, June 21, 1983, as amended at 50
FR 29647, July 22, 1985; 61 FR 64269, Dec. 4,
1996]

DESIGN CRITERIA FOR THE GEOLOGIC
REPOSITORY OPERATIONS AREA

§ 60.130 General considerations.

Pursuant to the provisions of
§ 60.21(c)(2)(i), an application to receive,
possess, store, and dispose of high-level
radioactive waste in the geologic re-
pository operations area must include
the principal design criteria for a pro-
posed facility. The principal design cri-
teria establish the necessary design,
fabrication, construction, testing,
maintenance, and performance require-
ments for structures, systems, and
components important to safety and/or
important to waste isolation. Sections
60.131 through 60.134 specify minimum
requirements for the principal design
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criteria for the geologic repository op-
erations area.

These design criteria are not in-
tended to be exhaustive. However,
omissions in §§ 60.131 through 60.134 do
not relieve DOE from any obligation to
provide such features in a specific fa-
cility needed to achieve the perform-
ance objectives.

[61 FR 64269, Dec. 4, 1996]

§ 60.131 General design criteria for the
geologic repository operations area.

(a) Radiological protection. The geo-
logic repository operations area shall
be designed to maintain radiation
doses, levels, and concentrations of ra-
dioactive material in air in restricted
areas within the limits specified in
part 20 of this chapter. Design shall in-
clude:

(1) Means to limit concentrations of
radioactive material in air;

(2) Means to limit the time required
to perform work in the vicinity of ra-
dioactive materials, including, as ap-
propriate, designing equipment for ease
of repair and replacement and pro-
viding adequate space for ease of oper-
ation;

(3) Suitable shielding;
(4) Means to monitor and control the

dispersal of radioactive contamination;
(5) Means to control access to high

radiation areas or airborne radioac-
tivity areas; and

(6) A radiation alarm system to warn
of significant increases in radiation
levels, concentrations of radioactive
material in air, and of increased radio-
activity released in effluents. The
alarm system shall be designed with
provisions for calibration and for test-
ing its operability.

(b) Protection against design basis
events. The structures, systems, and
components important to safety shall
be designed so that they will perform
their necessary safety functions, as-
suming occurrence of design basis
events.

(c) Protection against dynamic effects
of equipment failure and similar events.
The structures, systems, and compo-
nents important to safety shall be de-
signed to withstand dynamic effects
such as missile impacts, that could re-
sult from equipment failure, and simi-

lar events and conditions that could
lead to loss of their safety functions.

(d) Protection against fires and explo-
sions. (1) The structures, systems, and
components important to safety shall
be designed to perform their safety
functions during and after credible
fires or explosions in the geologic re-
pository operations area.

(2) To the extent practicable, the geo-
logic repository operations area shall
be designed to incorporate the use of
noncombustible and heat resistant ma-
terials.

(3) The geologic repository oper-
ations area shall be designed to include
explosion and fire detection alarm sys-
tems and appropriate suppression sys-
tems with sufficient capacity and capa-
bility to reduce the adverse effects of
fires and explosions on structures, sys-
tems, and components important to
safety.

(4) The geologic repository oper-
ations area shall be designed to include
means to protect systems, structures,
and components important to safety
against the adverse effects of either the
operation or failure of the fire suppres-
sion systems.

(e) Emergency capability. (1) The
structures, systems, and components
important to safety shall be designed
to maintain control of radioactive
waste and radioactive effluents, and
permit prompt termination of oper-
ations and evacuation of personnel dur-
ing an emergency.

(2) The geologic repository oper-
ations area shall be designed to include
onsite facilities and services that en-
sure a safe and timely response to
emergency conditions and that facili-
tate the use of available offsite serv-
ices (such as fire, police, medical, and
ambulance service) that may aid in re-
covery from emergencies.

(f) Utility services. (1) Each utility
service system that is important to
safety shall be designed so that essen-
tial safety functions can be performed,
assuming occurrence of the design
basis events.

(2) The utility services important to
safety shall include redundant systems
to the extent necessary to maintain,
with adequate capacity, the ability to
perform their safety functions.

VerDate 11<MAY>2000 15:09 Feb 09, 2001 Jkt 194029 PO 00000 Frm 00146 Fmt 8010 Sfmt 8010 Y:\SGML\194029T.XXX pfrm04 PsN: 194029T


